
(1) Glue the drain socket① to the hole that is used to centralize the drainage among several 
 holes at the bottom of the unit with the glue (Prepare in the field).
(2) Glue the drain caps ② to close all the other unnecessary holes with the glue (Prepare in the field).
 The number of holes changes depending on the model.
     〈Note〉 Apply the glue securely, as the glue (Prepare in the field) will work as seal to prevent 
                  water from leaking.
     〈Note〉 Use the adhesive for the rubber and metal.
(3) Insert a vinyl tube of which inner diameter 25 mm available commercially or a hard vinyl tube 
      VP25 to the drain socket ①.


